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panel: L1A VOLTAGE: 120 / 208 v. TYPE:  NEMA 1 pANEL: L1B VOLTAGE: 120 / 208 v. TYPE:  NEMA1
FED FROM: 3 PH MOUNTING:  SURFACE FED FROM: L1A 3PH MOUNTING:  SURFACE
4w, PANEL COVER 4W. PANEL COVER
225 AMP MAIN CBRATED@  80% 60 HZ NEUTRAL BUS:  YES AMP MAINCBRATED @  80% 60 HZ NEUTRAL BUS:  YES
NA AMP MAIN LUGS GROUND BUS:  YES 225 AMP MAIN LUGS GROUND BUS:  YES
AMP BUS ISOLATED GND:  NO 225 AMP BUS ISOLATEDGND:  NO
COPPER BUSING NOTE: FEED-THRU LUGS, 225A COPPER BUSING NOTE: [ ]
10,000 SYM RMS AMPS COMBINED PANEL SHORT CIRCUIT RATING 10,000 SYM RMS AMPS COMBINED PANEL SHORT CIRCUIT RATING [ 1 -
| i1 '
ccT BREAKER BREAKER cCcT ccr BREAKER BREAKER ceT
DESCRIPTION VA amp /'p CCT PH CCT A VA |DESCRIPTION DESCRIPTION VA AMP /P CCT PH CCT AMP /P VA  |DESCRIPTION
RECEPT. ELEC, ROOM 114 540 26,/ 1 1A2 20,/ 1 1,440 |RECEPT. Hallway C-116 RECEPT. Mech, Room-2 108-2 720 20 /1 1A2 20,/ 1 - [spare
RECEPT. Growth MD 3115 1,440 20 /1 3B4 20,/ 360 [RECEPT. MTC 125 RECEPT. Mech. Room-1 108-1 360 20 /1 3B4 20 /1 - |sPARE
RECEPT. Growth MD 2 116 1,440 20 /1 5C6 20,/ 1 360 |Refrig. Break Room 113 DHWRP-1 528 15,/ 1 5C6 20,/ - ISPARE
RECEPT. Growth Psych 2 118 1,800 20 /1 TA8 20 /1 180 |Microwave Break Room 113 RECPT. 180 z / 1 7AS 20,/3 807 {HAND DRYER (RESTRM 101)
RECEPT. 720 20 /1 9B10 20,/ 1 180 [RECEPT. Tele Psych 126 RECPT. 360 1 9B 10 / 807 ||
RECEPT. RN 2 123 720 20 /1 11C12 20 /4 720 |RECEPT. Tele Psych 1109 |RECPT. 180 20 / 1 11 C12 / 807 ||
RECEPT. LVN/ Psych Intern 124 720 20 /1 13A 14 20 /4 720 |RECEPT. View Room 106 SPARE - 20 /4 13A14 20 /'3 807 [HAND DRYER (RESTRM 102)
RECEPT. Tele Psych 126 720 20 /1 15816 20 /1 360 [RECEPT. Group Room 4 104 CU-1 1,560 2,/3 15816 / 807 ||
RECEPT, Group Room 3 127 1,080 20 /4 17C18 20 / 1,080 [RECEPT. Group Room 4 104 ! 1,560 1/ 17C18 / 807 ||
RECEPT. Group Room 2 128 720 20 /1 19A20 20,/ 1 360 |[RECEPT. Group Room 4 104 i 1,560 /1 19A20 30,/ 2 500 [RECEPT. MTC 125
RECEPT. Group Room 1 129 720 20 /1 21822 20 /1 180 |RECEPT. Group Room 4 104 ACU-1 100 15/ 2 21B22 / 500 |L6-30
RECEPT. Group Room 1 129 180 20 /1 23 C 24 20/ 1 360 |RECEPT. | 100 L1 23C24 30,/ 2 500 [RECEPT. MTC 125
RECEPT. Group Room 2 128 180 20 /1 25A26 20 /1 180 |RECEPT. Hallway C-123 SPARE . 20,/ 25A26 / 500 |L6-30
RECEPT. Group Room 3 127 180 20 /1 27828 20,/ 1 540 |RECEPT. Gen. Waiting C-119 SPARE . 20 /1 27828 20 /1 720 [RECEPT. MTC 125
RECEPT. Reception C-122 180 / 1 29 C 30 20 /1 180 |RECEPT. Gen. Waiting C-119 SPARE - 20/ 1 29¢30 20,/ 180 |RECPT (RM 133)
RECEPT, Reception €122 180 1 31A32 20 /1 720 |[RECEPT. Gen. Waiting C-119 SPARE . 20 /1 A3 20 /1 180 [WATER COOLERS
RECEPT. Room 132, C-122 360 2 / 1 338 34 20 /1 720 [RECEPT. Room 130, 131 SPARE . 20/ 3B 20 /1 - |spare
RECEPT. Reception C-122 540 20 / 1 35 C 36 20/'4 180 |RECEPT. Vending C-125 SPARE - 20,/ 35C 36 20 /1 200 [CAB LIGHTING
RECEPT, Reception C-122 180 4 37TA38 20,/ 180 |RECEPT. Vending C-125 SPARE . 2,/1 37A38 20,/ 1 100 |ELEV PIT LIGHTING
RECEPT. Waiting Area C-124 360 1 39 B 40 20 /1 540 |RECEPT. Security 132 SECURITY LOCKS 300 20,/ 1 39840 20/ 1 180 |ELEV PIT RECEP
RECEPT. Waiting Area C-124 180 201 Mnea 20 /1 - |SPARE SECURITY LOCKS 300 20,/ 1 4ca 20,/ 1,176 [SUMP PUMP
PANEL LOADING SUMMARY DEMAND  LOAD  SUMMARY PANEL LOADING SUMMARY DEMAND  LOAD  SUMMARY
LOAD TYPE Al B ] c |ToTAL NEC LOAD TYPE A B[ c [1o1AL NEC
INCANDESCENT 00| oo o0o] 00 KVA POWER DEMAND  CALCULATED INCANDESCENT 00| oo] oo oo kVA POWER DEMAND  CALCULATED o
FLUORESCENT 00| 00| 00| 00 KVA LOAD TYPE KW FACT KVA FACTOR _ LOAD FLUORESCENT 04| 00| 02| 03 KVA LOAD TYPE KW FACT KVA FACTOR _ LOAD
RECEPTACLES 81| 74| 72| 227 WA INCANDESCENT 00 @100% = 00 @ 125% = 00 kVA RECEPTACLES 14] 16| 09| a6 kvA INCANDESCENT 0.0 @100% = 03 @ 125% = 0.0 KVA
MOTORS 00| 00| ool 00 KVA FLUORESCENT 00 @9% = | 207 @  128% = 00 VA MOTORS 16] 17| 28| 61 kvA FLUORESCENT 03 @ 95% = 6 @  125% = 0.4 KVA
APPLIANCE 00| 00f 00 00 kVA RECEPTACLES APPLIANCE 00] 00| 00| 00 KVA RECEPTACLES
HEAT 00| 081 00 0.0 KVA FIRST 10 KVA 35 @ 95% = 100 @ 100% = 100 kVA HEAT 00| oo| oo 0.0 kVA FIRST 10 KVA 34 @9% = 36 @ 100% = 36 KVA
COMPUTER 00| oo} 00| 00 KVA REMAINDER| 126 95% = 127 @ 50 = 63 KVA COMPUTER 10 08| 05! 20 kA REMAINDER| 00  95% = 00 @ 50% = 0.0 KVA
OTHER 0.0 0.0 0.0 00 KVA MOTORS _ ) OTHER ' 1.6 19 1.9 54 kVA MOTORS
SUB-FEED 00} 00| 00| oo KVA LARGEST| 00 @ 80% = 0 @ 125% = 00 KVA SUB-FEED 00| 00| 00| 00 KVA LARGEST| 37 @ 80% = a7 @ 1% = 59 KVA
TOTAL 8] 74| 72| 207 KVA REMAINDER] 00  80% = 00 @  100% = | - 00 kVA - TOTAL | 54| s7| s3] 174 KVA REMAINDER| .-~ 11 80% = 14 @  100% = | . 14 KVA
' APPLIANCES 00 @ 80% = 00 @  100% = 00 KVA ' APPLIANCES 0.0 @ 80% = 00 @  100% 0.0 KVA
PHASE BALANCE (%)) A-B| BL| C-A| PF HEAT 00 @100% = 00 @ 125% = 0.0 KVA PHASEBALANCE %)] AB! Bc| ca| PF HEAT 00 @100% = 20 @ 125% 0.0 KVA
M |98 | 8 |95 COMPUTER 0.0 @ 75% = 00 @  100% = 00 _KVA 94 | 90 | 84 | 87 COMPUTER 15 @ 75% = 54 @  100% = 20 KVA
OTHER 00 @ 95% = 00 @  100% = 00 kVA OTHER 52 @ 95% = 00 @  100% = 54 kVA
[ miNPANEL AMPACITY| 45 |aMPERES TOTAL] 215 kW 454 KVA 163 KVA . MIN PANEL AMPACITY] 52 |AMPERES | TOTAL| 152 KW 21.0 kVA 18.6 KVA
PaNeL: L2A VOLTAGE: 120 / 208 v. TYPE: NEMA1 paneL: [L.2B VOLTAGE: 120 / 08 v. TYPE: NEMA 1
FED FROM: 3 PH MOUNTING:  SURFACE FED FROM: L2A 3 PH MOUNTING:  SURFACE
4W. PANEL COVER 4W. PANEL COVER
225 AMP MAINCBRATED@  80% 60 HZ NEUTRAL BUS:  YES AMP MAINCBRATED @  80% 60 HZ NEUTRAL BUS:  YES
N/A AMP MAIN LUGS GROUND BUS:  YES 225 AMP MAIN LUGS GROUND BUS:  YES
AMP BUS ISOLATED GND:  NO 225 AMP BUS ISOLATED GND:  NO
COPPER BUSING NOTE: FEED-THRU LUGS, 225A COPPER BUSING NOTE:
10,000 SYM RMS AMPS COMBINED PANEL SHORT CIRCUIT RATING 10,000 SYM RMS AMPS COMBINED PANEL SHORT CIRCUIT RATING
ccT BREAKER BREAKER cCcT ccT 'BREAKER BREAKER cCcT .
IDESCRIPTION VA AMp /P CCT PH CCT AMP /P VA |DESCRIPTION DESCRIPTION VA Amp /'p CCT PH CCT avp /P VA |DESCRIPTION
RECEPT. Psych OIF 2B-122 1,440 | 20 /4 ~1A2 20 /1 1,260 |RECEPT. Hallway C2B-16 RECEPT. ELEC RM 200 360 20,/1 1A2 20,/ 1 720 [RECEPT. ITC 2B-132
RECEPT. MD OIF 2B-124 1,440 o / 1 | 3B4 20 /1 720 {RECEPT. Staff Lounge 2B121 SPARE - . 20/ 1 3B4 20 /1 180 |RECEPT. ITC 2B-132
RECEPT. PA TRP 2B427 1,440 1 5C6 20 /4 180 |RECEPT. Staff Lounge 28121 RECPT (ROOF) 720 20 /1 5C6 20 /1 . 180 [RECEPT. ITC 2B-132
RECEPT. MD TRP 2B-129 1,440 1 TA8 20 /1 180 |RECEPT. Staff Lounge 28121 SPARE - 20,/ 7AS8 15 / 2 200 |acu3 '
RECEPT. SW TRP 2B-131 1,440 20 / 1 9B10 20,/ 1 180 |RECEPT. Staff Lounge 2B-121 cu-2 1,248 20/ 2 9B 10 200 ||
RECEPT. SW TRP 28434 1,440 29 / 1 11C 12 20 /1 180 |RECEPT. Staff Lounge 28-121 | 1,248 /1 11 C12 20 / - |SPARE
RECEPT. MD TRP 2B-136 1,440 1 13A 14 20 /4 180 |RECEPT. StaffLounge 28-121 ACU-2 100 15/ 2 13 A 14 20/3 1,560 |CU-3
RECEPT. PA TRP 2B-i4 1,260 2a / 1 15815 20 /1 720 |RECEPT. Conference Room 28420 T A 100 an 15816 i / ; 1,560 ||
RECEPT. Dr. Garza 28-142 1,620 20 /1 17C 18 20/ 1 360 |RECEPT. Conference Room 28420 MECHOSHADES | & 52| 15,/ 1 17C18 1,560 |
RECEPT. SW TRP 244 1,260 20 /1 19 A 20 20 /1 1,440 |RECEPT. MD OIF 2B-125 MECHOSHADES 276 15,/ 1 19A20 20 / 1 1,587 |EF-1
RECEPT. TRP Fellow 249 1,440 20 /1 21822 20 /4 720 |RECEPT. Flex Room 2B-118 B ARE TS 21822 20,/ - |sPARE
RECEPT. Program Assistant 251 1,260 20 /1 23C 24 20 /1 . |SPARE | SPARE - 20 /1 23C24 20 /1 - |SPARE
RECEPT. Elevator Lobby C-210 720 20,/1 25A26 20,/ - |sPARE SPARE : 20/ 1 25A26 20,/ - |sPaRe
SPARE . 20 /1 27B 28 20,/'1 720 {RECEPT. Copy Room 2B-139 SPARE . 20 /4 27828 20/ 1 - |sPARE
RECEPT. RA Research-1 205-1 1,260 20 /1 2930 20,/ 180 |RECEPT. Copy Room 2B-439 SPARE - 20,/ 29C30 20 /1 - |sPARE
|RECEPT. Dr. Teng 206 1,440 20 /1 31A32 20,/ 720 |RECEPT. Flex Room 2B-110 SPARE : 20 /1 31A32 0/ 1 - |sParE
RECEPT. RA Research 2B-108 1,440 20 /4 33B34 20 /1 1,230 [RECEPT. Flex Room 245 SPARE . 20,/1 33834 20,/ - |sPARE
RECEPT. SW OEF 2B-112 1,440 20 /4 35C 36 20 /1 1,440 [RECEPT. Flex Room 247 SPARE - 20 /1 35C 36 20 /1 - |SPARE
SPARE - 20 /1 37A3 26,/ 1 1,440 |RECEPT, MD OEF 2B-115 SPARE - 20,/ 1 3TA38 1 - |SPARE
SPARE | - 20 /1 39B 40 20/ 1 180 |RECEPT. Housekeeping 2B-117 SECURITY LOCKS . 20 /4 39B40 1 . |BAS CONTROLS
SPARE , - 20 /4 41C42 20 /1 - |SPARE SECURITY LOCKS - 20/ 1 41C42 20 /1 - |BAS CONTROLS
PANEL LOADING SUMMARY DEMAND  LOAD  SUMMARY PANEL LOADING SUMMARY DEMAND  LOAD  SUMMARY
LOAD TYPE Al B | c [Tota NEC LOAD TYPE Al B | ¢ |TOTAL , - NEC
INCANDESCENT 00| oo| oe] 00 kvA POWER DEMAND  CALCULATED INCANDESCENT 00| oo oo] o0 kvA POWER DEMAND  CALCULATED
FLUORESCENT 00| 00| 00 00 kVA LOAD TYPE KW FACT KVA FACTOR _ LOAD FLUORESCENT 00| 00| oo 00 kvA LOAD TYPE KW FACT KVA FACTOR __ LOAD
RECEPTACLES 130 | 15| 108| 353 WA INCANDESCENT 00 @ 100% = 00 @ 125% = 0.0 kVA RECEPTACLES 11] 02] 08| 22 kvA INCANDESCENT 00 @100% = 00 @ 125% = 0.0 KVA
MOTORS 00| o0o| 00| o0 kvA FLUORESCENT W0 @9% = | 383 @ 125% = 0.0 KVA MOTORS a7| 81| 34| 102 KVA FLUORESCENT 00 @ 9% = 22 @  125% = 0.0 KVA
APPLIANCE 00| ool o0 00 KVA RECEPTACLES ' APPLIANCE oo| oof oo 0.0 kVA RECEPTACLES
HEAT 00| o0} o0 0.0 KVA FIRST 10 KVA 95 @ 95% = 100 @ 100% = 10.0 kKVA HEAT 00| o0} o0 0.0 KVA FIRST 10 KVA 21 @ %% = 22 @ 100% = 22 KVA
COMPUTER ool oo} 00 00 KVA REMAINDER| 240 95% = 253 @ 50% = 12.6 kVA COMPUTER 00| 00| 00 00 kVA REMAINDER{ 00 95% = 06 @ 50% = 0.0 kVA
OTHER 00| 06| 00[ 00 KVA MOTORS | OTHER 00| ool 00| 00 KVA MOTORS
SUB-FEED 00! 00| 00 0.0 kVA LARGEST 00 @ 80% = 00 @ 125% = 0.0 kVA SUBFEED 00! 00| 00 0.0 kVA - LARGEST IT@80% = 47 @ 126% = 59 kVA
TOTAL 130] 115] 108] 353 kVA REMAINDER| 00  80% = 00 @  100% = 0.0 KVA TOTAL 48] 33| 43| 124 KVA REMAINDER| 44  80% = 55 @  100% = 55 KVA_
. APPLIANCES 00 @ 80% = 00 @  100% = 0.0 kVA ' APPLIANCES 00 @ 80% = 060 @  100% = 0.0 KVA
PHASE BALANCE (%)| A-B| BC| C-A| PF HEAT 0.0 @100% = W0 @ 125% = 0.0 kVA PHASE BALANCE (%) A-B| BC|{ CA| PF HEAT 00 @ 100% = 00 @ 126% = 0.0 kKVA
89 | 94 | 8 | o5 COMPUTER 00 @ 75% = 00 @  100% = 0.0 kVA 68 | 77 | 89 | 83 COMPUTER 00 @ 75% = 00 @  100% = 0.0_KVA
OTHER 00 @ 9% = 00 @ 100% = 0.0 kVA ' : OTHER 00 @ 9% = 00 @ 100% = 0.0 KVA
| MINPANEL AMPACITY| 63  |AMPERES TOTAL| 335 KW 705 KVA 226 KVA [ miNpANELAMPACITY] 38 |AMPERES | TOTAL| 102 KW 145 kVA 135 KVA
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